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AHERA COMPLIANCE 
 
40 CFR 763 Subpart E and Section 19a-333-1 through 19a-333-13, of the Public Health Code, 
Asbestos Containing Materials in Schools Regulations. 
 
Part of the Toxic Substance Control Act (TSCA) 
Effective Date: October 17, 1987 
 
Preceded in Connecticut by Public Act 85-541 
 
AHERA applies: 
 

 to all public and private schools, K-12 
to all buildings used by school personnel (see definition of school building) 
to ACBM’s found in or on interior structural members or other parts of a school 
building 

 
763.84 General LEA Responsibilities 
 
  Staff Training 
  Parent and Staff Notification 
  Outside Contractor Notification 
  Warning Labels 
  Assigned Designated Person 
 
763.85 Inspection and Re-inspections 
 
763.87 Analysis 
 
763.88 Assessment 
 
763.90 Response Actions 
 
  Post-Abatement Air Testing (Appendix A) 
 
763.91 Operations and Maintenance 
 
763.92 Training and Periodic Surveillance 
 
763.93 Management Plans 
 
763.94 Record Keeping 
 
763.95 Warning Labels 
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SECTION I: GENERAL INVENTORY 
 
1. School: Darien Board of Education Building 

35 Leroy Avenue 
  Darien, CT  
 
2. Management Plan Prepared: Letter Sent – 01/02/14. 
     Plan Prepared – 06/05/18. 
     Plan Updated – 02/28/23.   
 
3. Asbestos Consultant:  HYGENIX, Inc. 
     49 Woodside Street 
     Stamford, CT 06902 
 
4a. Inspector:    James M. Twitchell 
 
  Signature: _____ ____________________________________________ 
    James M. Twitchell    CT License # 000241 
 
4b. Management Planner: James M. Twitchell 
 
  Signature: ____ _____________________________________________ 
    James M. Twitchell   CT License # 000241 
 
5. Executive Summary: See page 7 
 
6. Disclaimers:  See page 8 
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Executive Summary 
 
The Darien Board of Education (BOE) was recently moved from 2 Renshaw Road to its new 
home of 35 Leroy Avenue in Darien, CT. The building was the former home to the Darien Public 
Library and prior to the BOE being moved the building had a complete gut renovation 
performed. Pre-renovation inspections were performed by HYGENIX, Inc. prior to the 
renovations taking place and all identified asbestos containing materials were removed. To the 
best of the architect’s knowledge the renovated building was constructed without the use of 
asbestos containing building materials. 
 
The following are the buildings specifications: 

- Single-Story 
- Brick Exterior  
- Mixed Interior Wall Finishes 
- Aluminum Windows 
- Mixed Interior Floor Finishes (w/ limited carpet) 
- Ceramic Floors in Bathrooms 
- Mixed Interior Ceiling Finishes 
- Approximately 30,000 square feet of space.   

 
Prior to any renovations in or on the building an asbestos inspection in accordance with the 
NESHAPs regulations must be performed.  
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Disclaimers 
 

HYGENIX, Inc. has performed its services within the limits prescribed by our clients, with the 
usual thoroughness and competence of the industrial hygiene profession. 
 
The findings in this report are based upon observations and information available to the inspector 
during the time of the rendering of the services as described in this report and are based on 
procedures currently required by applicable laws, regulations and ordinances.  HYGENIX, Inc. 
cannot be responsible for conditions or materials the inspector did not observe due to lack of 
access or was not otherwise reasonably observable.  The conclusions in this report are 
professional opinions based solely on these findings.  The findings and conclusions are intended 
exclusively for the purpose outlined herein within the scope of work and at the site location and 
project indicated. 
 
This report is for the sole use of the client.  The scope of work performed in execution of this 
inspection may not be appropriate to satisfy the needs of other users and any reuse of this 
document or the findings, conclusions, or recommendations presented herein is at the sole risk of 
said user. 
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SECTION II 
 

LICENSES 
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SECTION III 
 

BUILDING DIAGRAM 
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SECTION IV 
 

ARCHITECT’S LETTER 



 
15 



 
16 

 
 
 
 
 
 
 
 
 
 
 
 
 

SECTION V 
 

NESHAP INSPECTIONS 
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Any NESHAP inspections performed for the building prior to renovations 
shall be placed in this section of the management plan. 
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SECTION VI 
 

SAMPLING PROTOCOL/DATA 
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SECTION VI: SAMPLING PROTOCOL 
 
 

INSPECTION PROTOCOL 
 
Any future site inspections and sampling will be carried out in accordance with the guidelines 
published in the Asbestos Hazard and Emergency Response Act (AHERA, 40CFR763, Subpart 
E). 
 
During inspections, inspectors will identify “functional spaces” (e.g. bathrooms, storage rooms, 
offices, etc.) and categorized the construction materials within functional spaces as 
“homogeneous”, based on uniformity in color, age, texture, and use.  The inspectors will then 
compile lists of building materials suspected to contain asbestos, and recorded the condition, 
location and approximate quantity of homogeneous, suspect materials. 
 
Inspectors will examine all accessible areas of the school where renovations are planned.  
Ceiling tiles will be removed from drop ceilings at representative locations to inspect the ceiling 
cavity.  Carpets will be lifted at representative locations to inspect sub-floors.   
 
SAMPLING PROTOCOL 
 
Sampling will be carried out in accordance with the regulatory protocols included in the 
Asbestos Hazard and Emergency Response Act (AHERA).  Table 1 lists the minimum number 
of samples of each homogeneous material required by the AHERA inspection protocol.  All 
materials not sampled, or without the appropriate number of samples listed below are assumed 
positive. 
 

TABLE 1 – AHERA SAMPLING STANDARDS 
 

  Homogeneous Material Type  Minimum Number of Samples 
 

 Thermal System Insulation   3 Samples 
  Miscellaneous Materials   3 Samples 
  Surfacing Materials *    < 1000 Sq Ft  3 Samples 
        1000-5000 Sq Ft 5 Samples 
        >5000 Sq Ft  7 Samples 
 
Samples of suspect materials were analyzed following EPA procedure #600/M4-82-020.  The 
National Voluntary Laboratory Approval Program (NVLAP) will accredit any laboratory used in 
bulk sample analysis. 
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1. Sampling – Date of Collection 
 
Sampling dates will be listed on the first page of each group of laboratory reports, the chain of 
custody for all samples and on the first page of the asbestos survey reports. 
 
2. Sampling – Name, Signature, License # of Inspectors 
 
Names, signatures, and license numbers of inspectors will be provided on the first page of each 
group of laboratory reports, the chain of custody for all samples and/or in the asbestos survey 
reports. 
 
3. Copies of Laboratory Analysis Reports 
 
Copies of lab reports will be included in the survey reports. 
 
4. Dates of Analysis 
 
Analysis dates will be listed on the laboratory reports. 
 
5. Name and Address of Laboratory 
 
The name and address of the laboratories used will be included on the first page of each group of 
laboratory reports, the chain of custody for all samples and/or in the asbestos survey reports. 
 
6. Laboratory Accreditation’s 
 
Laboratory accreditations will be provided in the individual inspection reports.  
 
7. Name and Signature of Person Performing Analysis 
 
The analyst signs each of the laboratory reports. 
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SECTION VII 
 

HAZARD ASSESSMENT 
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SECTION VII: HAZARD ASSESSMENT 
 
 

1. Date of Hazard Assessment 
 
A hazard assessment is not required at this time as there are “no known asbestos containing 
materials” present in the building. 
 
2. Name of Inspector/Management Planner 
 
James Twitchell  
 
3. Signature of Inspector/Management Planner 
 
_________________________________________02/28/23_________ 
James M. Twitchell (signature)   Date 
 
4. Operations & Maintenance Plan 
 
A. Operations & Maintenance will not be required at this time as there are “no known 
asbestos containing materials” present in the building 
 
B. LEA’s response and authorized signature are included at the front of this plan. 
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SECTION VIII 
 

RESPONSE ACTIONS 
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SECTION VIII: RESPONSE ACTIONS 
 

1. Response Action Recommendations 
 
No response actions are recommended at this time.  Any future renovations will require an 
asbestos inspection prior to the work beginning.  

 
2. Assurance of Accreditation 
 
All asbestos inspection activities will be carried out by appropriately qualified, Connecticut-
licensed asbestos professionals.  The asbestos program coordinator will maintain his/her training 
qualifications up-to-date in accordance with current AHERA requirements. 
 
3. Planned Response Action Details 
 
If asbestos is ever identified in the building a separate abatement specification will be prepared 
for each abatement activity as appropriate. 
 
4. Resource Evaluation 
 
A. Darien Public Schools is required to provide two-hour asbestos awareness training to all 

custodial people who do work in school buildings. The training will either be performed 
by an outside consulting service or by properly trained staff from the school. 
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SECTION IX 
 

REASSESSMENT ACTIVITIES 
 

PERIODIC SURVEILLANCE REPORTS 
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SECTION IX: REASSESSMENT ACTIVITIES 
 
 

1. Plan for Re-inspection 
 
Re-inspections will not be conducted as there are “no known asbestos containing materials” 
present in the building. 
 
2. Plan for Periodic Surveillance 
 
Periodic surveillance will not be conducted as there are “no known asbestos containing 
materials” present in the building. 
 
3. Notifications 
 
Parents will be apprised of the asbestos management plan through an annual notice to the parent-
teacher organization. 
 
Teachers and school staff will be apprised of the asbestos management plan through pre-
employment communication and an annual update notice posted in the office. 
 
The custodial contractor and building owner will be apprised of the management plan in an 
annual update notice. 
 
Copies of the notification letters are maintained by Kevin Munrett, the designated person for the 
Darien Public Schools.  
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SECTION X 
 

EMPLOYEE TRAINING CERTIFICATES 
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Custodial work performed by any contractor, even if not an employee of the 
Darien Public School system must provide documentation of asbestos two-

hour awareness training.  
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SECTION XI 
 

RCSA ASBESTOS-CONTAINING MATERIALS IN 
SCHOOLS REGULATIONS 
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